NEXT ASS‘Y:

FINAL ASS'Y:

NOTES

1. SEE SPECIFICATION 15455 FOR ALL PANEL TUBING INFORMATION.
PANEL TUBING TO BE WELDED TYPE CONNECTIONS UNLESS OTHERWISE NOTED.
COMPONENT CONNECTIONS TO TUBING SHALL BE AS NOTED ON THE EQUIPMENT LIST.
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HELIUM PANEL TO BE SUPPLIED BY OTHERS (GFE) IN ACCORDANCE
WITH SPECIFICATION 11846.
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DISTRIBUTION PANEL BOUNDARY
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